
Addendum to Doc. H0299500D

Addendum to Legacy™ Model LRZE Installation
and Operation Manual 

Please refer to the following pages for corrections to document H0299500D
(Installation and Operation Manual, Legacy model LRZE)

This addendum applies to the Jandy Heater that accompanies it.  Please note and apply the following changes to the 
Installation and Operation Manual included with this document.  

Page 22, Figure 16. Legacy Model LRZ Electronic Connections/Schematic Wiring Diagram

Replace page 22 with updated page 22 provided with this addendum.

Page 42, Figure 28. Test Point Identification Diagram (1 of 2)

Replace page 42 with updated page 42 provided with this addendum.

Page 43, Figure 28. Test Point Identification Diagram (2 of 2)

Replace page 43 with updated page 43 provided with this addendum.
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Figure 16. Legacy Model LRZ electronic Connections/Schematic Wiring Diagram
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Legacy LRZ E Model Wiring Diagram
5” W x9”H (Including header)
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Figure 28. Test Point Identification Diagram (1 of 2)

IG
N

IT
IO

N
 C

O
N

TR
O

L

24 VA
C

FV
+

FV
-

IG
N

12
0

L1
L2

IG
N

FS
W

G
N

D
VA

L
IG

N
24

0

W

B
K

R

B
K

B

H
O

T 
S

U
R

FA
C

E
 

IG
N

IT
E

R

W

FL
A

M
E

 S
E

N
S

EB
K

G
A

S
VA

LV
E

U
S

E
R

 IN
TE

R
FA

C
E

1

B
K

O
B

L
R

H
IP

R
E

S
S

/
H

IL
IM

IT
LO

P
R

E
S

S
/

FU
S

E
LI

N
K

W
AT

E
R

P
R

E
S

S
R

E
M

O
TE

S
PA

P
O

O
L

C
O

M

R
E

V
VA

LV
E

24
VA

C

C
O

M
P

/
IG

N

FA
N

/
LO

U
V

E
R

U
N

IV
E

R
S

A
L 

C
O

N
TR

O
LL

E
R

P
O

W
E

R
 IN

TE
R

FA
C

E

U
N

IV
E

R
S

A
L 

C
O

N
TR

O
LL

E
R

U
S

E
R

 IN
TE

R
FA

C
E

P
O

W
E

R
 IN

TE
R

FA
C

E

B
K

O
B

L
R

W
AT

E
R

 P
R

E
S

S
S

W
IT

C
H

13
0F

 L
IM

IT
S

W
IT

C
H

15
0F

 L
IM

IT
S

W
IT

C
H

R
O

LL
-O

U
T

S
W

IT
C

H

G
A

S
 V

A
LV

E

BBBBBBBBBBBBBBBBBBBBBBB
K

RBBBBBBBBBBBBB
B

K GR

24
0 

VA
C

H
E

AT
E

R
P

O
W

E
R

S
U

P
P

LY

R YR YR YR Y

24
 V

A
C

R YR Y

TR
A

N
S

FO
R

M
E

R

W
/R

W
/B

K

Y
/B

K

R
Y

YB
R

W
AT

E
R

TE
M

P

W
AT

E
R

TE
M

P
S

E
N

S
O

R

B
K

B
K

B
K

B
K

O
B

L
G

R
V

B
R

Y

B
R

Y
Y

/B
K

CO
IL/

AI
R

TE
MP

FU
S

E

   
   

   
   

   
   

   
 F

ac
to

ry
 W

ire
d 

24
V

   
   

   
   

   
   

   
 F

ac
to

ry
 W

ire
d 

12
0V

/2
40

V
   

   
   

   
   

   
   

 O
pt

io
na

l 1
20

V
 W

iri
ng

   
   

   
   

   
   

   
 

B
K

 - 
B

LA
C

K
B

L 
- B

LU
E

B
R

 - 
B

R
O

W
N

G
 - 

G
R

E
E

N
O

 - 
O

R
A

N
G

E
R

 - 
R

E
D

V
 - 

V
IO

LE
T

W
 - 

W
H

IT
E

W
/B

K
 - 

W
H

IT
E

 W
IT

H
 B

LA
C

K
 T

R
A

C
E

 
W

/R
 - 

W
H

IT
E

 W
IT

H
 R

E
D

 T
R

A
C

E
 

Y 
- Y

E
LL

O
W

Y
/B

K
 - 

Y
E

LL
O

W
 W

IT
H

 B
LA

C
K

 T
R

A
C

E

A
LT

E
R

N
AT

E
 1

20
 V

A
C

 W
IR

IN
G

12
0 

VA
C

H
E

AT
E

R
P

O
W

E
R

S
U

P
P

LY

GRB
K

F1
F2 IG

N
12

0
IG

N
24

0

24
 V

A
C

R Y

TR
A

N
S

FO
R

M
E

R

W
/B

K

R

GRB
K

24
 V

A
C

R Y
R

GRB
K

24
 V

A
C

R Y
R

GRB
K

24
 V

A
C

R Y
R

GRB
K

24
 V

A
C

R Y

B
K R

GRB
K

24
 V

A
C

R Y

W
/R

R

W

Ig
ni

tio
n 

C
on

tro
l

L1
B

K

W
H

O
T 

S
U

R
FA

C
E

 
IG

N
IT

E
R

W

1

2

9
7

8
4

6
5

3

L
13

K
J

I

H

14



Legacy™ Model LRZE Pool/Spa Heater Installation and Operation Manual Page 43

Figure 28. Test Point Identification Diagram (2 of 2)
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